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EQUIPMENT CONDUCTOR SCHEDULE
TAG DESCRIPTION VOLTS PHASE LOAD MOCP CONDUCTORS NEUTRAL GROUND CONDUIT PLUG DISCONNECT TYPE

KILN 1 LL KILNS 208 1 48 A 2P-60 2 6 AWG 6 AWG 10 AWG 3/4" --- 60A NEMA 1
KILN 2 SKUTT KILN 208 1 48 A 2P-60 2 6 AWG 6 AWG 10 AWG 3/4" --- 60A NEMA 1

--- RANGE 208 1 8000 W 2P-50 2 8 AWG --- 10 AWG 3/4" NEMA 6-50 ---
D DRYER 208 1 4500 W 2P-30 2 10 AWG --- 10 AWG 3/4" NEMA 6-30 ---
W WASHER 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" NEMA 5-20 ---

DW DISH WASHER 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" NEMA 5-20 ---
R REFRIGERATOR 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" NEMA 5-20 ---
--- SOUND BOOTH 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- ---

HWP-3 HEATING WATER PUMPS 460 3 1.5 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- VFD
HWP-4 HEATING WATER PUMPS 460 3 1.5 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- VFD
CWP-3 COLD WATER PUMP 460 3 3 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- VFD
CWP-4 COLD WATER PUMP 460 3 3 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- VFD
PP-1 POOL RECIRC. PUMP 208 3 2 HP 3P-15 3 12 AWG --- 12 AWG 3/4" --- 30A NEMA 1
PP-2 POOL JET PUMP 208 3 3 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- 30A NEMA 1
P-3 POOL MECHANICAL PUMP 208 3 1 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- 30A NEMA 1
P-4 POOL MECHANICAL PUMP 120 1 0.125 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
P-5 POOL RADIANT FLOOR 120 1 0.125 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1

DHU-1 POOL AHU 460 3 54 MCA 3P-60 3 6 AWG --- 10 AWG 1 1/4" --- 60A NEMA 1
--- UV CONTROL PANEL 120 1 --- 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
--- CHEMICAL CONTROLLER 120 1 --- 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1

UH-1 UNIT HEATER 120 1 1.6 A 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
EF-1 EXHAUST FAN (ON ROOF) 115 1 1/2 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 3R
EF-2 EXHAUST FAN (ON ROOF) 115 1 1/30 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 3R
EF-3 EXHAUST FAN (ON ROOF) 115 1 1/40 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 3R
EF-4 EXHAUST FAN 115 1 83 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
EF-5 EXHAUST FAN 115 1 83 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1

69-FCU-1 FAN COIL UNIT 277 1 100 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-8 FAN COIL UNIT 277 1 90 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1

69-FCU-12 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-22 FAN COIL UNIT 277 1 37 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-29 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-34 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-35 FAN COIL UNIT 277 1 37 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-37 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-47 FAN COIL UNIT 277 1 83 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-48 FAN COIL UNIT 277 1 36 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-51 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-52 FAN COIL UNIT 277 1 24 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-53 FAN COIL UNIT 277 1 64 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-54 FAN COIL UNIT 277 1 24 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-57 FAN COIL UNIT 277 1 64 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
69-FCU-64 FAN COIL UNIT 277 1 83 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
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ELECTRICAL SINGLE-LINE DIAGRAM AND
EQUIPMENT CONDUCTOR SCHEDULE

78 86

E-601
1/22/2014

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

N.T.S.1 ELECTRICAL SINGLE-LINE DIAGRAM

1 REPLACE EXISTING 400A FUSES WITH NEW 225A FUSES.

2 INSTALL 2-1/2" EMT WITH 4-4/0 AWG AND 1-4 AWG EG TO NEW PANEL '69H'
LOCATION IN POOL MECHANICAL ROOM 1-606.

3 ONLY USE ONE SECTION OF EXISTING PANEL '69H' FOR POOL EQUIPMENT
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